
09/18/2016Administrator



Corrected 8-15-2016

Door was removed

8-15-2016

Vacuum breaker installed

8-15-2016



Previous director was not

documenting fire drills properly.

Director was terminated,

fire drills and documentations

are now continuing as required.



Barrier doors adjusted,

working correctly

8-20-2016

Bedroom 7 completed

8-20-2016

All penetrations caulked

with intumessant caulk

8-20-2016



corrected

8-20-2016


